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BVM TUNNEL CONTROLLER SET UP
	UNLOCK CONTROLLER
	HOLD P + ( FOR 5 SEC UNTIL DISPLAY SHOWS CODE 011

	CHANGE KEYBOARD CODE
	PRESS ( UNTIL DISPLAY SHOWS 000

	LEAVE KEY PROGRAM MODE
	PRESS P ONCE TO EXIT

	TO MODIFY PARAMETERS AND ENTER PARAMETER MODE (PLEASE SEE TUNNEL PARAMETERS FOR DESCRIPTION OF EACH PARAMETER AND THEIR VALUE)
	HOLD P + ( FOR 2 SEC TILL DISPLAY SHOWS AL

	TO VIEW PARAMETER SETTING
	WAIT FOR DISPLAY TO TOGGLE BETWEEN PARAMETER NO. I.E AL OR YO AND ITS SETTING

	TO ENTER ADVANCED PARAMETERS FROM THIS POINT
	PRESS P UNTIL THE DISPLAY SHOWS Y0, THEN HOLD P UNTIL DISPLAY SHOWS C111, YOU ARE NOW IN THE ADVANCED PARAMETERS SECTION.

	TO CHANGE PARAMETER VALUE
	PRESS ( OR ( KEY TO ADJUST VALUE OF PARAMETER SELECTED

	TO LEAVE PROGRAM MODE
	PRESS P + (

	TO LOCK KEYBOARD
	HOLD P + ( FOR 5 SEC, CHANGE CODE TO 011 BY PRESSING ( TWICE

	TO EXIT KEY PROGRAM MODE AND RETURN TO STD SCREEN
	PRESS P
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